4" PVC NIPPLE
[—AGGREGATE EXTERTOR PANEL W/ CAPS. LEAVE 2" STICKING OUT

/

° v
B

TAL ROOF
z/—-ME L ROOF EDGE METAL ROOF EDGE

AGGREGATE EXTERIOR PANEL

9:34:00 AM

THE TMS SHELTER CABINET SHALL CONTAIN THE FOLLOWING ITEMS:

12/5/2018
o
@

NO. [QTY. DESCRIPTION
1 |ALARM SYSTEM
é? B. 4 WIRE SMOKE HEAT, RELAY AND SOUNDER

@ ACARM BOX, RINGED 15°XII"X4"™ AND: |
CONTROLLER, IP CONNECTION, SUPPORTS 2RDS W/INPUTS

TAMPER SWITCH

POWER SUPPLY CIRCUIT BOARD & OPEN FRAME TRANSFORMER

F. 1 CARDKEY READER

reutlani T79CWW161FRW023 TMS

P
/A

D]

PLOTTED:

TEMP ALERT DUAL OUTPUT/HIGH & LOW
MOTION DETECTOR
2 |MAGNETIC CONTACT ASSEMLY

REAR ELEVATION

 |—|T=
o [« |o

RIGHT ELEVATION

NO. [ QTY, DESCRIPTION

1. 1 100A 120/240V SINGLE PHASE, 32 POSITION
DISTRIBUTION PANEL W/ 100A. MAIN BREAKER
1 100A MANUAL TRANSFER SWITCH

NOT USED

1 GENERATOR RECEPTACLE

7 DUPLEX RECEPTACLES 20A.

2 VACANCY SENSOR SWITCH

1 3 TON AIR CONDITIONER W/5KW HEAT

4

/

(2)- 4" PVC W/ CAPS
LEAVE 2" STICKING OUT

LIGHT FIXTURE
9. | A/R_|[4" WIRE RACEWAY WITH NON HINGED COVER

10. NOT USED

T__[HIGH /LOW TEMP THERMOSTAT

I___[AUTO CHANGE OVER HVAC THERMOSTAT

. I [120/240V. SURGE ARRESTOR

14.] 2 [12" MASTER GROUND BAR (INTERIOR )

4 |QUAD RECEPTACLES 20A.

16. NOT_USED

) GFI RECEPTACLE 20A.

18. I [3° X 7' STEEL INSULATED DOOR AND FRAME W/ BAKED
ON ENAMEL PAINT W/S.S. BALL BEARING HINGES W/
NON REMOVABLE PINS, RIGHT HAND OUTSWING

SCHLAGE PASSAGE

HYDRAUL IC DOOR CLOSURE

PICK PLATE

FACTORY BRONZE PAINT

N 19. NOT_USED

20. 1 12" EXHAUST FAN, 379 CFM
18" HOOD
ELECTRICAL THRU 21. 1 12" MOTORIZED DAMPER

FLOOR W/6"X8" OPENING 18" HOOD

r‘1r

7
.
N

g"

N\ savd 7 |ond b
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N

]

A48
11 -2
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SUPPLY
Q

(2) 4" PVC NIPPLES W/ CAPS
LEAVE 2" STICKING OUT.

METAL ROOF EDGE
Yo

/@

22. | A/R [12" WIRE TRAY

\\\“—-36" ABOVE CONCRETE METAL ROOF EDGE 10 CABLEXIT 100 "WATERFALLS"

/ /—AGGREGATE EXTERIOR PANEL [ 23. 5 19" RACK

7/ 7 5 RELAY RACK GROUND BAR (1 PER RACK)
i 15 [SHELF (3 PER RACK)
/ 5 HOTIZONTAL POWER STRIP (1 PER RACK)
5 VERTICAL POWER STRIP (1 PER RACK)
1
1

O}

BARD

[

24.
25.

BLACK MANUAL WALL PACK DOCUMENT HOLDER
3 X 7' STEEL INSULATED DOOR AND FRAME W/ BAKED
ON ENAMEL PAINT W/NON REMOQVABLE PINS
LEFT_HAND OUTSWING
o PER QUOTE B643071-A
i HYDRAUL IC_DOOR CLOSURE
PICK PLATE

/ﬁ) FACTORY BRONZE PAINT

26. 4", 2 BULB LED WRAPAROUND PRISMATIC LIGHT FIXTURE

1o - e

M AGGREGATE EXTERIOR PANEL

LEFT ELEVATION

(:)[]
e

PLUG ALL OPENINGS IN THE BASE
PLATE & CAULK BETWEEN THE BASE
SUPPORT & BUILDING AIR CONDITIONER - o

: : PROPOSED 12' X 18' TMS SHELTER

FRONT ELEVATION DETAIL SHEET 1

REVISED 6/27/18

REV. NO. DATE: /7 7/

CERTIFIED BY LIC.NO. 12345 DATE 2018 |STATE PROJ. NO. XXXX-=XXX SHEET NO., XXXX7? OF XXXXX SHEETS

REV. NO. DATE: /7 / LICENSED PROFESSIONAL ENGINEER
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